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1 Pad fill, Building J 8" 8099 110.8 12.4 112.2 9.3 workable 90% 101 

Southeast corner 
1st lift 

2 Pad fill, Building J 8" 8099 110.8 12.4 109.6 8.3 workable 90% 99 

Center of pad 
1st lift 

I 
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Curve #8099 - Brown Silty Sand 

Gauge No. Density Count Moisture Count 
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1 Pad fill 10" 8099 110.8 12.4 110.7 8.3 workable 90% 100 
East half 
3' below grade 

2 Pad fill 10" 8099 110.8 12.4 113.6 6.9 workable 90% 103 
West half 
3' below grade 

3 Pad fill 10" 8099 110.8 12.4 111 .4 8.0 workable 90% 101 
West half 
2' below grade 

4 Pad fill 10" 8099 110.8 12.4 109.2 7.3 workable 90% 99 
East half 
2' below grade 

Curve #8099 - Brown Silty Sand 

Gauge No. Density Count Moisture Count 

Tested by: DRW I Reviewed by: BR 
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1 Pad fill 12" 8099 110.8 12.4 114.3 6.8 workable 90% 103 1 

West half 
'@grade 

2 Pad fill 12" 8099 110.8 12.4 114.9 7.6 workable 90% 104 
East half 
@grade 
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